
 Technical Data                   Approval Number
Terminaton Procedure for XLPE Cable

Ex118B / SS / RF Coupler

These instructons are intended for use by Competent Persons. 
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Fit Housing, Compression 

Kit, Clamp & Conical over 

Cable
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Fit Contacts onto Cable

Screw Nylon Guide stcks onto 

contacts and feed through 

insulators in body

Fit circlips on contacts

Terminate earth screens to 

body
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Fit conical 
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Clamp down armour, 

apply heat shrink over 

armour 
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Set coupler at 450 and fll with 

compound, then adjust angle to 

bleed out voids of air.

Compression Kit and 

Clamp

Rubber Compression 

Gland to be torqued to 

30 Nm

Fit Clamp 

behind SWA
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